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SAMPLING LL:l ALUMINUM HOUSING W/S.S. HINGES
STATION - STAINLESS STEEL VENT TUBE
W/S.S. HINGES WITH STAINLESS STEEL

1/4” PET COCK
SEE STANDARD VALVE BOX

FRAME & COVER DETAIL

| 4” CONC. SLAB
0 (3000 PSI TYP.)
" ASOVE + 25.5 4" FINISHED GRADE
2N e s, /
//\//\//\\//\/%\ S ;} RN 1R IR
50609 8% :Q% 3 | BARCRD
*aposk | | e
soes oS PG3[0 52803 6” OF VDOT #57 STONE
2" OF FoAM PIPE SRR | [IoEheieeagiss d
INSULATION TO 18" - - 12” C—900 PVC
L g x N~ 1”x4” PRESSURE
| 5 TREATED WOOD
STAINLESS STEEL |3
STANDPIPE - ™
6” OF VDOT
#57 STONE 00000 | 1 29900 Goo 000000000
(MIN.) \\80 S 8@" R o ERsaaiessy
0 gf‘f% c?gog%ogo%gz ‘ e
e e CSROEE50EWNS

TTORTORR 5430
06300000 0 HRIYO O
0000500002 20 OO
833206 3 BRL0F 99553525030

DETAIL

ELBOW MIPT
FORD #L8433
(J452-1.84—33)

3/4” BALL
CURB VALVE

3/4” TYPE K

- 30— COPPER
30 3/4” CORPORATION STOP

SAMPLE STATION FORD #FB1000

//_ SEE STANDARD WATER
SERVICE INSTALLATION
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21 y WATER MAIN
/ — 1"x 4" PRESSURE

TREATED WOOD NOTE:

1. COMPACT AROUND S.S. STEEL
STANDPIPE TO 95% MODIFIED PROCTOR.

30" L VALVE BOX 2. SAMPLE STATION TO BE LOCATED OUTSIDE
OF R/W CLEAR ZONE. DIMENSION LOCATION
ON PLAN.
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